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4” TEE ON I_I

EXISTING MAIN 12"
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4" GATE VALVE
AND BOX
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FINISH GRADE

WHEN THE IRRIGATION LINE IS CONNECTED TO A 12" WATERMAIN OR GREATER. INSTALL A 4" TEE AND
4” GATE VALVE TO HELP ISOLATE THE IRRIGATION LINE FROM THE MAIN.

SHORT ROD ANY SLIP JOINTS

CONTRACTOR WILL NEED TO INSTALL A 4" CAP WITH A 2" CORPORATION AT LEAST 9’ FROM PROPERTY

LINE (IN GREEN SPACE)
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